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Legal Notice

This document was prepared by Siemens Industry, Inc., Siemens Power Technologies
International (Siemens PTI), solely for the benefit of Puerto Rico Electric Power Authority
(PREPA). Neither Siemens PTI, nor parent corporation or its or their affiliates, nor Puerto
Rico Electric Power Authority (PREPA), nor any person acting in their behalf (a) makes any
warranty, expressed or implied, with respect to the use of any information or methods
disclosed in this document; or (b) assumes any liability with respect to the use of any
information or methods disclosed in this document.

Any recipient of this document, by their acceptance or use of this document, releases
Siemens PTI, its parent corporation and its and their affiliates, and Puerto Rico Electric Power
Authority (PREPA) from any liability for direct, indirect, consequential or special loss or
damage whether arising in contract, warranty, express or implied, tort or otherwise, and
irrespective of fault, negligence, and strict liability.
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Section

1

Introduction

In the context of the Integrated Resource Plan (IRP) study, the Puerto Rico Electric Power
Authority (PREPA) requested a planning level study to identify the major costs associated
with the necessary distribution system improvements needed to integrate different levels of
distributed generation (DG).

As presented earlier in this study (see Volume 1), PREPA is expected to integrate large
amounts of DG, mainly of the photovoltaic (PV) type. It is PREPAS ®xperience that this
generation is not uniform across the system, as some feeders can experience up to 100% of
their noon time load levels covered by the PV generation systems while others have almost
no DG. This fact, which parallels what we have observed in other utilities, drives the costs of
integration of DG as changes must be done to those affected feeders to incorporate the
renewable generation.

It is important to note that this is NOT a DG integration study, but rather a high level
estimation of the impacts that PREPA may experience based on a limited humber of feeders
which, while representatve o f PREPAOGs r e anhall dargple aral may nat tovel
other more stringent conditions in the system. There are a number of studies that are
necessary to determine the maximum amount of PV generation that a particular feeder can
safely accept, and these include: a) protection coordination, b) flicker, ¢) harmonics,
d) ferroresonance, e) effective grounding and neutral shifting, and f) operation and safety
(including anti-islanding). Later in this report we provide an overview of the contents of these
studies.

This study developed power flow models for selected feeders provided by PREPA based on
the system information also provided. In the study, solar PV generation was distributed along
the feeders. A sensitivity analysis to identify locations where solar PV generation causes
major overvoltage issues is beyond the scope of work, but if this generation is concentrated
towards the end of the feeder, the effects identified in this study and the investment
necessary are magnified as well as the impacts of the other concerns (e.qg. flicker) not studied
here.

Renewable generation, such as solar PV at the distribution level, is not controllable and it is
intermittent as the peak generation output can occur at different demand values. This study
analyzes one typical day condition where the maximum solar PV generation output occurs
and the lightest power demand of each feeder is registered. Quasi steady state modeling was
performed, running 24 power flows for each solar PV integration scenario, simulating a day or
24 hours. For the purpose of the study, the solar PV power generation output was modeled in
increasing steps from 10% to 100% of feeder peak demand.
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Introduction

The broad goals for this fintegrated Resource Plan Volume V: Evaluation of DG Impacts on
the Distribution Sy s t even@as follows:

1. Identify the maximum amount of solar PV generation that a distribution feeder can
handle without capital system improvement.

2. Identify capital system improvement needs for additional increase steps up to 100%
of feeder peak demand.

This study was limited to steady state conditions only, and as indicated above, additional
studies need to be performed before the high levels of DG considered in this assessment can
be safely incorporated in the system.

Finally, this study cannot be seen in isolation, since distribution-level DG penetration increase
may have system wide effects. Furthermore, the generation fleet needs to be able to handle
the entire renewable generation (utility scale and DG) and if reverse power flows from the
distribution to the transmission system, the performance of protective schemes, like the under
frequency load shedding, need to be updated.
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Section

2

Quasi Steady State Modeling

Seven different distribution feeders, supplying different customer classes (residential,
commercial and industrial) were modeled. Table 2-1 summarizes the customer classes that
each feeder is servicing.

Table 2-1: Customer Class Distribution

2501-01 4.16 93 % residential; 6 % commercial; 1 % industrial
6306-02 4.16 96 % residential; 4 % commercial; 0 % industrial
7103-04 4.16 94 % residential; 6 % commercial; 0 % industrial
2801-02 8.32 93 % residential; 6 % commercial; 1 % industrial
1529-11 13.2 96 % residential; 4 % commercial; 0 % industrial
1529-12 13.2 95 % residential; 5 % commercial; 0 % industrial
1529-13 13.2 38 % residential; 62 % commercial; 0 % industrial

Steady-state distribution system planning studies are carried out by representing minimum
and maximum loading conditions. Based on the results obtained from these simulations,
system improvement needs are identified to ensure that voltage levels throughout the model
comply with the ANSI C84.1 standard and that equipment loading levels are not exceeded,
among others. However, the evaluation of renewable generation systems also requires the
representation of the model during its maximum generation which, in the case of PV systems,
occurs around noon time. This maximum generation period does not necessarily coincide
with the maximum and minimum loading conditions in a feeder, as depicted in Figure 2-1.
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Quasi Steady State Modeling
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Figure 2-1: Load and Solar PV Generation Profile Sample

21 Steady State Model

Siemens PTI modeled seven distribution feeders provided by PREPA (Feeders 2501-01,

6306-02, 7103-04, 2801-02, 1529-11, 1529-12, and 1529-13). These feeders are
representative of P R EWwhAaré solarPV gdnaratidn integratiom wif e e der s
most likely be increased to high levels. However, it should be mentioned that they may not

containt he most stringents systeem ari atl the magles in whickP Ré& P A 6
system can be stressed. Detecting these conditions would require a feeder by feeder

analysis beyond the scope of this limited review.

These feeders were modeled in PSS®SINCAL power flow software which allowed
conducting quasi static power flow analysis. The feeders thodels captured the peak and light
load conditions by performing the steps below:
1. Modeled the PREPA feeder substation and associated controls.
2. Modeled seven distribution feeders by following a geographical representation,
similar to the original power flow model, capturing the different conductor and cable
sections provided by PREPA.

3. Modeled feeder capacitor banks (originally non-switched type), voltage regulators and
associated controls.

4. Modeled the unbalanced lines, transformers and loads.
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Quasi Steady State Modeling

5. A 24-hour load profile for the peak load day was identified for each feeder.
Afterwards, minimum demand multipliers were applied during the maximum PV
generation window (9 am 1 3 pm) to represent the minimum load conditions.

6. A base case was evaluated to identify improvement needs before solar PV was
interconnected and, if necessary, the base case was adjusted to perform the
simulations.

7. Sol ar PV generators were distribute®Gacross t
scenarios. Figures 2-2to2-6r epresent the resulting feedersb
the integration of a minimum of 10 to a maximum of 38 PVs. The total solar PV
capacity was equally divided among all solar PV units. It was then increased from
10% to 100% of feeder peak demand to analyze the system impact.
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Quasi Steady State Modeling

Legend

® Vieques Substation

@ Solar PV Sites

Figure 2-2: Feeder 2501-01 Layout
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Quasi Steady State Modeling

Legend

@® Las Vegas Substation

@ Solar PV Sites

Figure 2-3: Feeder 6306-02 Layout
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Quasi Steady State Modeling

Legend

@® Capa Substation

@ Solar PV Sites

Figure 2-4: Feeder 7103-04 Layout
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Quasi Steady State Modeling

Legend

%/l
@ Las Piedras Substation

@ Solar PV Sites

Figure 2-5: Feeder 2801-02 Layout
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Quasi Steady State Modeling

Legend

Cachete Substation

®
@ Solar PV Sites

Feeder 1529-11

Feeder 1529-12

Feeder 1529-13

Figure 2-6: Feeders 1529-11, 1529-12, and 1529-13 Layouts

Siemens Industry, Inc. 1 Siemens Power Technologies International
R054-15 i Integrated Resource Plan Volume V
Evaluation of DG Impacts on the Distribution System

2-8




Quasi Steady State Modeling

22 Generation & Load Profil es

Solar PV generation output is variable over time and not necessarily coincident with peak or
light load conditions. Figure 2-7 presents the 24-hour solar PV generation profile that was
used in the simulations. This PV profile is representative of a typical cloudless day. The use

of a Acloudl esso day f analysicas hmobjectivie s totvérifyshe t v p e

capability of the feeder to accept the PV generation when it is generating at its potential
depending only on the hour of the day.

Solar PV Output

Power (pu)
02 03 04 05 06 07 08 0.9

0.1

o 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
Time (Hr)

Figure 2-7: Solar PV Output on a Cloudless Day

In order to evaluate the system impact of integrating solar PV and to estimate the maximum
amount that can be accommodated in each feeder, successive increases of solar PV were
modeled, as shown in Table 2-2. Scenario 1 represents a solar PV integration of 10% of the
feeder peak demand; scenario 2 represents 20% of the feeder peak demand, and so on.
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Quasi Steady State Modeling

Table 2-2: Solar PV IntegrationB a s e d

on

PealeDkraandso

/IngrfnPai?‘jk 2501-01 6306-02 7103-04 2801-02 1529-11 1529-12 1529-13

10%

20%

30%

40%

50%

60%

70%

80%

90%

100%

201.7

403.4

605.0

806.7

1008.4

12101

14118

1613.4

1815.1

2016.8

117.3

176.0

234.6

293.3

351.9

410.6

469.3

527.9

586.6

250.9

501.9

752.8

1003.8

1254.7

1505.7

1756.6

2007.6

2258.5

2509.5

211.8

423.6

635.4

847.2

1058.9

1270.7

14825

1694.3

1906.1

2117.9

560.3

1120.7

1681.0

2241.3

2801.6

3362.0

3922.3

4482.6

5042.9

5603.3

420.2

840.4

1260.6

1680.8

2100.9

2521.1

2941.3

3361.5

3781.7

4201.9

707.2

1414.4

21216

2828.8

3536.0

4243.2

4950.5

5657.7

6364.9

7072.1

A 24-hour feeder load profile at the substation, provided by PREPA, was allocated to each
distribution transformer based on the installed capacity. Load phasing was considered as

provided by PREPA.

As indicated above, to assess the effect of PV integration on the distribution feeders, it is
necessary to evaluate under the minimum daytime load conditions. Therefore, the load profile
of each feeder was adjusted using a load multiplier during the maximum solar PV generation
window (9 am i 3 pm). Table 2-3 shows the demand multipliers used for each distribution
feeder studied to express the reduction in load as a percentage of the maximum feeder load.
The other hours of the day were unmodified, which allowed us to create a single load profile
that represents the two critical periods of evaluation: minimum and maximum overall

demands.
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Quasi Steady State Modeling

Table 2-3: Minimum Load Multiplier

Minimum

Demand
Multiplier (%)

2501-01 35
6306-02 48
7103-04 74
2801-02 66
1529-11 67
1529-12 63
1529-13 46

Feeder

For example, the multiplier for feeder 2501-01 throughout the day would look like Figure 2-8.
Figure 2-9 presents a typical day load profile for this feeder, while Figure 2-10 shows the
modified load profile.
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Quasi Steady State Modeling

Load Multiplier For Light Day Conditions
o
Ll
o
o
®
[=]
~
[=]
8 e
s ©
5w
E o
=
[=]
™
[=]
~
[=]
-
(=]
[=]
0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
Time (Hr)
——Load Multiplier
Figure 2-8: Load Multiplier for Feeder 2501-01
Feeder 2501 Load For Typical Day
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Figure 2-9: Typical Day Load Profile for Feeder 2501-01
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Quasi Steady State Modeling

Feeder 2501 Load After Multiplier Applied

0.6 0.7 0.8

0.5

Load (MW)
0.4

0.3

0.2

0.1

0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
Time (Hr)

——PH-A ——PH-B —PH-C

Figure 2-10: Modified Load Profile for Feeder 2501-01
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Quasi Steady State Modeling

2.2.1 Feeder 2501-01

Figure 2-11 presents a typical day, 24-hour load profile. Figure 2-12 s hows t he feeder C
modified load profile and Figure 2-13 shows the 100% PV penetration profile considered.

Also, Table 2-4 provides relevant load and PV generation data used for the different

scenarios that were simulated.

Feeder 2501 Load For Typical Day

07 0.8

0.6

W
\——\/—\/_\’—/\

Load [MW)
02 03 04 DS

0l

9 1 2 3 4 5 & 7 B 9 10 11 12 13 14 15 16 1F 1& 19 FO 21 ¥ 23 24
Time [Hr)

—PH-A —FH-B ——FH-C

Figure 2-11: Typical Day Load Profile for Feeder 2501-01

Feeder 2501 Load After Multiplier Applied

04 05 06 07 08

Load (MW)

0.3

0.2

0.1

0o 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
Time (Hr)

——PH-A ——PH-B ——PH-C

Figure 2-12: Modified Load Profile for Feeder 2501-01
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Quasi Steady State Modeling

Feeder 2501 PV Power Total Per Phase

VRN
/7 N\
\

0.8

0.7

/

0.6
\

Power (MW)
0.4 0.5

Q

g

0.3

0.2

0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
Time (Hr)

0.1

——PH-A ——PH-B ——PH-C

Figure 2-13: 100% PV Penetration Profile for Feeder 2501-01

Table 2-4: Relevant Load and PV Generation Data for Feeder 2501-01

Time Load A PVA Load B | PV B LoadC |PVC
(MW) (MW) (MW) (MW) (MW) (MW)

Mln Load 10 am 0.217759 0590984 0.188701 0.679631 0.204638 0.679631

Max Load 8 pm 0.698328 0 0.642438 0 0.675965 0

Max PV 11 am 0.221977 0605346 0.194451 0.696148 0.209471  0.696148
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Quasi Steady State Modeling

2.2.2 Feeder 6306-02

Figure 2-14 presents a typical day, 24-hour load profile. Figure 2-15 s hows the feeder
modified load profile and Figure 2-16 shows the 100% PV penetration profile considered.

Also, Table 2-5 provides relevant load and PV generation data used for the different

scenarios that were simulated.

Feeder 6306 Load For Typical Day

0.3

0.2

Power (MW)

0.1

0 1 2 3 4 5 (5] 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
Time (Hr)

——PH-A ——PH-B ——PH-C

Figure 2-14: Typical Day Load Profile for Feeder 6306-02

Feeder 6306 Power (@ Infeeder)
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Power (MW)

0.1
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——PH-A ——PH-B ——PH-C

Figure 2-15: Modified Load Profile for Feeder 6306-02
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Quasi Steady State Modeling

Feeder 6306 PV Power Total Per Phase

0.3
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0.1

/
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Time (Hr)

NN

—PH-A —PH-B —PH-C

Figure 2-16: 100% PV Penetration Profile for Feeder 6306-02

Table 2-5: Relevant Load and PV Generation Data for Feeder 6306-02

Time Load A |PVA Load B | PV B Load C |PVC
(MW) (MW) (MW) (MW) (MW) (MW)

Min Load 10am 0.058602 0.290878 0.060048 0.116351 0.040754 0.159983

Max Load 8pm 0.216733 0 0.22256 0 0.147276 0

Max PV 11am 0.060826 0.297947 0.061103 0.119179 0.041209 0.163871
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Quasi Steady State Modeling

2.2.3 Feeder 7103-04

Figure 2-17 presents a typical day, 24-hour load profile. Figure 2-18 s hows the feeder
modified load profile and Figure 2-19 shows the 100% PV penetration profile considered.

Also, Table 2-6 provides relevant load and PV generation data used for the different

scenarios that were simulated.

Feeder 7103 Load For Typical Day

1.2

0.8
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AR

Power (MW)
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0 1 2 3 4 5 4] 7 8 9 10 11 12 13 14 15 16 17 18 19 20 21 22 23 24
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——PH-A ——PH-B ——PH-C

Figure 2-17: Typical Day Load Profile for Feeder 7103-04

Figure 2-18: Modified Load Profile for Feeder 7103-04
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